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ABSTRACT: Compartment fire zone models are based on many simplifying
assumptions, in particular that gases stratify in two distinct layers. Because of
these assumptions, certain model output is in a form unsuitable for direct com-
parison to measurements made in full-scale room tests. The experimental data
must first be reduced and transformed to be compatible with the model output.
In this article, new techniques are described to calculate neutral plane height,
vent flow rates, uniform upper and lower layer temperature and interface
height from measured temperature profiles. The new calculation procedures
conserve mass in the room. The procedures were used for data reduction of a
series of 8 gas burner calibration room tests. The results of one of the tests are
discussed in detail as an illustrative example.

KEY WORDS: compartment fires, zone models, vent flow rates, temperature
profiles.

INTRODUCTION

IN 1987, THE National Forest Products Association (NFoPA) initiated an
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extensive fire research program. The objective of the program is to de-
velop a comprehensive mathematical model of fire growth in a compart-
ment up to and beyond flashover and of the response of wood-based
structural elements and assemblies to the resulting thermal exposure.
A significant part of the program is focussed on a sub-model capable of
predicting a wall or corner fire such as in ISO 9705 [1] or the draft
ASTM room fire test [2]. This sub-model is hereafter referred to as
CORNWALL.

In 1990, an extensive experimental program was completed at the
U.S. Forest Products Laboratory (FPL). The experiments consisted of
over 30 room tests and various fundamental full-scale fire experiments.
This project was the subject of a joint study plan between NFoPA and
FPL. Details of the room tests are reported elsewhere [3,4].

The objective of the full-scale experiments was to establish a data
base for physical algorithm development and validation of the sub-
model, CORNWALL, which is still under development. It is a two-layer
zone model based on assumptions similar to those of other models of
the same type, e.g., HARVARD/FIRST or FAST [5,6]. These assump-
tions however, result in the fact that the model only simulates an
idealized and simplified variant of the real world,

As a consequence of the zone model assumptions, measurements
made in full-scale room fire tests are usually not in the right form for
model validation. Therefore, special data reduction and manipulation
techniques must be used to transform the measurements into a format
compatible with the model output. A number of such techniques are de-
veloped and described in this paper and their use is illustrated for one
of the tests in the aforementioned experimental program.

EXPERIMENTS

The experimental program, set-up and some results are discussed in
more detail elsewhere [3,4]. For completeness, some of this information
is repeated below. The section on the experimental set-up describes
details not reported earlier, but of particular importance for this paper.

Experimental Program

All full-scale tests were performed in a room according to the pro-
posed ASTM room fire test method [2]. The experiments consisted of
three distinct test series:

 Calibration tests: A series of 8 tests with the ASTM burner and non-
combustible wall linings, i.e., either type X gypsum board or ceramic
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fiber blanket. Four different burner programs in the range of 40 kW
to 160 kW and two different burner locations were used.
Sensitivity study: A series of 9 tests with either the back wall (wall
tests) or the back wall and one of the side walls (corner tests) lined
with Douglas fir plywood. The same parameters were varied as in the
calibration test series.
Tests on five wood products: 5 wood products were selected from an in-
dustry materials bank maintained at FPL. They were tested accord-
ing to the two scenarios (wall and corner tests) and test conditions
that were chosen on the basis of an analysis of the sensitivity study.

A number of tests were repeated leading to a total number of over 30
full-scale room fire tests.

Experimental Set-Up

All tests were conducted in a test rig conforming to the proposed
ASTM room fire test method. The room measures 2.44 m wide × 3.66
m deep × 2.44 m high. There is a doorway in the front wall of 0.76 m
wide by 2.03 m high. The ignition source was a propane sand burner
measuring .305 m × .305 m, with the surface 0.305 m above the floor.
For some of the tests (wall tests) the burner was put against the back
wall at the center line. For all other tests (corner tests) the burner was
located in one of the rear corners in contact with the back and a side
wall.

Outside the room, all combustion products were collected in a hood.
Flow rate, mole fraction of gas species (O2 CO2, CO and H2O) and
smoke obscuration were measured in the exhaust duct at a sufficient
distance from the hood. Figure 1 shows additional instrumentation in
the room. Some of this instrumentation is not prescribed by the ASTM
proposal, but was included for the model validation techniques
described in this paper. It includes:

 A thermocouple tree in the doorway (0.25 mm type K wire spaced at
0.1 m intervals between floor and soffit).
 A thermocouple tree in a quiescent zone inside the room (same size,
spacing and heights as above).
Transducers measuring static pressure difference across the front
wall at four height levels: floor, 1.01 m, 1.52 m and soffit.

The temperature profile inside the room was measured in one of the
front corners at 150 mm from both the front and side wall. In this cor-
ner, velocities are very small so that the surrounding zone may be
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Figure 1. Additional instrumentation for mass flow calculations.

assumed to be quiescent. One of the leads of the pressure probes was
also located in this zone in order to minimize the dynamic component
of the pressure measured.

DATA REDUCTION FOR ZONE MODEL VALIDATION:
THE PROBLEM

Room fire zone models are based on a number of assumptions. In
reality, these assumptions are only partially valid. Therefore, full-scale
data must be reduced and transformed into a format compatible with
the zone model output in order to be useful for validation. In fact, given
the model output variables, data reduction techniques as discussed in
this paper also lead to guidelines on what measurements should be
made and where they should be made.

For example, zone models assume that gases stratify in two distinct
layers with uniform temperature and composition: an upper layer of
hot gases underneath the ceiling and a lower layer of cool air. Figure 2
illustrates this idealized situation and also introduces some of the sym-
bols we will use below. This is an acceptable approximation for most
room fire situations. However, as illustrated by the dashed curve, real
fire temperature profiles are smooth and the interface between the two
layers is not sharp.
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Figure 2. Real and two-layer temperature profiles.

In this paper we develop and discuss techniques to determine mass
flow rates through the door, neutral plane height, uniform layer tem-
peratures, and interface height from the measurements.

MASS FLOW RATES IN AND OUT OF THE ROOM

Several regimes can be distinguished over the course of a compart-
ment fire as far as flow through the vent is concerned:

A. After ignition of the source, combustion products start to accu-
mulate underneath the ceiling. As the smoke layer descends, cold
air is pushed out of the vent. This effect is illustrated in Figure 3a.

B. At a certain time, the upper smoke layer reaches the soffit. However,
the upper layer volume still increases at a rate faster than the en-
trainment of air into the fire. So, both upper layer gases and lower
layer air leave the compartment as shown in Figure 3b.

C. Still later, a quasi-steady state establishes with cold air flowing into
the compartment at the bottom of the vent and upper layer gases
leaving the room at the top (Figure 3c).

D. If the fire grows beyond a certain limit (usually after flashover), the
inflow of air into the compartment may no longer be controlled by
the entrainment rate, but is restricted by the size of the ventilation



Figure 3a. Flow regime A.

Figure 3b. Flow regime B.

Figure 3c. Flow regime C.
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opening. This “choking” or ventilation controlled regime was first
discovered in 1958 by Kawagoe [7], who found air flow rates for this
regime to be proportional to A~&.

E. Eventually, when the fire dies down, a regime develops which is the
opposite from B.

In most compartment fires, regimes A and B prevail for only a short
time (less than 30 seconds). Regime C is the most important regime
prevailing during the remainder of the pre-flashover fire period and be-
yond. As our experimental fires were extinguished shortly after flash-
over (if occurring), discussion below applies to regimes A through C.

Assuming a uniform temperature inside the compartment, Kawagoe
initially calculated vent flow rates in a fully-developed fire by treating
the problem as that of flow through an orifice [7]. The same concept was
followed by Thomas et al. in a two-layer model for gas flow through a
roof vent [8]. Rockett expanded and generalized Kawagoe’s and Thomas’
expressions for fire induced gas flow in the early stages of an enclosure
fire [9]. Extensive experimental work by Steckler et al. further vali-
dated the approach [10,11]. Steckler measured the velocity profile in
the doorway for fifty-five steady state experiments using an array of
bidirectional probes and thermocouples. Fire induced mass flow rates
were calculated in two ways; by integrating the velocity profile, and via
orifice flow calculations. Agreement was excellent. Steckler’s work also
resulted in the development of a practical experimental procedure to
obtain vent flow rates without measuring velocity distributions [12].’
Only temperature profiles and one static pressure difference measure-
ment are needed. This procedure is described in a sub-section below.

Kawagoe used a flow coefficient of 0.7 in analogy with values used for
pipe flow calculations [7]. Prahl and Emmons conducted salt water
model experiments and obtained a value of 0.68 for sufficiently high
Reynolds numbers [13]. An analysis of Steckler’s data resulted in an av-
erage of 0.68 for inflow, and 0.73 for outflow [14]. Measured flow coeffi-
cients showed no significant dependence on fire strength, opening ge-
ometry, or fire location. Results from detailed numerical calculations of
vent flow, modeled as an irrotational jet, were in reasonable agreement
with the measurements.

General Equations

We developed a new technique to calculate fire induced flow from tem-
1Velocities in the doorway of room fires are quite low. The maximum is of the order of a
few meters per second. Measurement of such low velocities is cumbersome and requires
expensive pressure transducers.
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perature profiles only. General equations for the vent flow rates as a
function of temperature profiles are described in this sub-section. The
equations are based on the orifice concept.

Flows in and out of the compartment are driven by pressure
differences across the vent. Inside the compartment, velocities are
negligible except locally in flames, plumes and wall jets. Thus, (static)
pressure varies vertically only due to gravity. Idealized hydrostatic
pressure profiles inside and outside the compartment for flow regimes
A, B and C are shown in Figures 3a, 3b and 3C respectively. The veloc-
ity at height z is given according to Bernouilli’s equation as

where

(1)

For regime C, the height   zn at which there is no pressure difference
(and no flow) between the compartment and the environment, is called
the neutral plane. According to Reference [15], there is a maximum of
one neutral plane for the case of a room connected to the outside (or a
large reservoir). Hydrostatic pressure outside the compartment can be
written as a function of height:

(2)

where

Hydrostatic pressure differences are very small (typically a few Pa)
compared to the magnitude of the pressure itself, which is of the order
of 105 Pa. Therefore, Q. may be written as

(3)



536 MARC JANSSENS AND HAO C. TRAN

where

With acceleration of gravity g = 9.81 m·s-2, Equation (2) then
becomes

(4)

Inside the compartment, temperature is not constant with height.
Thus, pressure as a function of height follows from

(5)

Combining Equations (4) and (5) leads to the following expression for
the pressure difference:

(6)

The mass flow rate out of the compartment follows from integration
of Equation (6):

(7)

where

As the outflowing gases mainly consist of nitrogen, the density is not
too different from that for air at the same temperature and pressure.
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Substitution of Equation (6) and an expression analogous to Equation
(3) for Q,i into Equation (7) yields

Similarly, the inflow rate is equal to

Note that a distinction is made between the orifice coefficient for inflow
Ci and that for outflow Co. This allows implementation of the recom-
mendations in Reference [14].

zn from Temperature Profiles and One ∆ ∆ p Measurement

Algorithms developed at NBS to reduce room fire data include a pro-
cedure to obtain zn and mass flow rates through the vent [12]. These
algorithms are referred to as RAPID. Equation (6) shows that ∆ p can be
calculated as a function of height on the basis of the temperature pro-
file measured inside the room if zn is known. The NBS RAPID proce-
dure requires measurement of ∆ p at one reference height  z ref in addi-
tion to the temperature profile inside the room. zn can then be found by
evaluating Equation (6) at z ref.

(10)

The best reference height is at the soffit as pressure difference is usu-
ally the largest at this height. Once zn is known, mass flow rates can be
obtained according to Equations (8) and (9). This also requires the tem-
perature profile in the doorway. Note that this method is also ap-
plicable to regimes A and B, although hi in Equation (9) is zero and
the integral in Equation 8 then goes from O to zd.

zn via Temperature Profiles Only

The RAPID procedure outlined in the previous section has some prac-
tical difficulties. ∆ ∆ p ( z ref) is on the order of a few Pa and is very difficult
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to measure. Moreover, pressure data at such a low level are very noisy
mainly due to turbulence. Another important drawback of the proce-
dure is that it does not necessarily conserve mass. Therefore, a new pro-
cedure is developed here, based on temperature profiles only. The re-
quirement for conservation of mass replaces Equation (10) as the
equation for obtaining  zn. The mass balance equation has the following
form:

where

(11)

(12)

The burner gas flow rate in, is measured. inv consists of water vapor
and pyrolysis gases emerging from the walls. Both & and in. are usu-
ally very small compared to the other terms in Equation (11) and can
be neglected (although we did not). & and h, are functions of zn as in-
dicated in Equations (8) and (9). Therefore, Equation (11) is a non-linear
equation in zn which can be solved iteratively.

Correction for Radiation Error

The temperature profiles in the quiescent corner and the doorway are
measured with relatively fine thermocouples having a bead diameter of
0.9 mm. The temperature of the thermocouple beads is slightly dif-
ferent from that of the surrounding gas. The difference is due to the fact
that the thermocouples absorb and emit radiation. This radiation error
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may still be significant for the size of thermocouples used in the FPL
room fire experiments. Calculation of the radiation error is very
difficult. Only an approximate correction can be obtained. This esti-
mate at least significantly reduces the radiation error.

The correction is based on the assumption that the incoming air is at
ambient temperature near the floor, and that the lowest thermocouple
in the doorway should therefore read ambient temperature. If during a
test a higher temperature is measured, this is due to the fact that the
thermocouple picks up radiation from the flames, the upper gas layer
and heated walls. The corresponding radiative flux d: can be esti-
mated

where

from a heat balance of the thermocouple bead:

(13)

absorptivity of the thermocouple bead (--)
convection coefficient (W·m-2·K-1)
temperature of the thermocouple bead (K)
emissivity of the thermocouple bead (--)

Over a distance of at least 100 mm from the hot junction, the thermo-
couple leads are horizontal, i.e., along an isotherm. Therefore, the heat
balance does not include a conduction term. The thermocouple bead is
approximately black so that α = ε = 1. The convection coefficient hm

can be calculated from a correlation for forced convection over a single
sphere [16]:

(14)

where

mean Nusselt number (--)
thermal conductivity of the surrounding gas (W·m-1·K-1)
diameter of the sphere (m)
Reynolds number (uD/v)
Prandtl number (vQc/k)

Thermal conductivity k, viscosity v, density Q and heat capacity c are
for air and should be evaluated at the film temperature, i.e., the mean
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of the thermocouple and the gas temperature. However, as the tempera-
ture difference between the fluid and the thermocouple is very small,
the measured temperature was used. To obtain an estimate of the veloc-
ity at the lowest doorway thermocouple, the calculations outlined in
the previous sub-sections are first performed without radiation error
correction.

Once rj~ is known, gas temperature Tg at each doorway thermocou-
ple below the netural plane is obtained from a heat balance similar to
Equation (13):

It is assumed that thermocouple junctions located above the neutral
plane are exposed to g; on the fire side and to a plume at a tempera-
ture close to T TC on the other side. The heat balance equation is then
slightly different:

(16)

The thermocouples in the quiescent corner are located close to the
walls. The wall temperature is not too different from T TC. Moreover, the
view factor between a hot junction and the fire is about the same for the
doorway and corner thermocouples. Therefore, Equation (16) can also
be used to estimate Tg in the corner. However, there is no forced flow in
the corner and hm must now be calculated from a correlation for free
convection over a single sphere [17]:

(17)

where

Gr = Grashof number (gD3 ∆ ∆ T/Tv2)

Sample Calculation

To illustrate the calculation procedures outlined above, a calibration
room test (# 25R) was chosen as a sample case. The test was conducted
with ceramic fiber blanket on the walls and with the burner in the wall
configuration. The burner program was that of the original ASTM pro-
posal, i.e., 40 kW for 30 seconds, 80 kW for the next 30 seconds, 120 kW
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Figure 4. Measured and theoretical heat release rate for test # 25R.

for the following 30 seconds and finally 160 kW for the remaining 8.5
minutes of the test. Figure 4 compares the heat release rate calculated
from oxygen consumption to the theoretical burner output, in,. (Ah.),.

A QuickBasic® program FPLMASS.BAS was written to perform the
flow and radiation error correction calculations. All integrals were
calculated using a trapezium rule. Linear interpolation was used to ob-
tain temperature at heights in between the thermocouple locations. A
value of 0.68 was chosen for Ci and CO.

Figure 5. Radiation error correction for lowest and highest corner thermocouple.
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Figure 6. Mass of gas accumulated in the room.

Figure 5 indicates that the radiation error for test # 25R is between
– 8°C and +20°C. Figure 6 shows the mass of gas in the room
calculated from the corner profile with a time-integrated form of Equa-
tion (12). A five point numerical derivative results in the curve of the
rate of change of the mass in Figure 7. Differential pressures measured
at four elevations are shown in Figure 8. This figure indicates that the
neutral plane height for most of the test duration is located slightly

Figure 7. Rate of change of mass in the room,
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Figure 8. ∆ ∆ p across the front wall at four elevations.

above the measuring point at 1.01 m. Figure 9 compares neutral plane
height from interpolation of the measured ∆ p profile to the values
calculated via the two procedures described in previous sub-sections.
Agreement between the results obtained with the new mass balance
technique and the interpolated data is reasonable. Neutral plane
height calculated with the RAPID method using the largest and most
accurate ∆ p (at the soffit) is considerably higher. Probably, this is pri-

Figure 9. Neutral plane height obtained with three different methods.
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Figure 10. Inflow and outflow via the mass balance technique.

marily due to a systematic error in the pressure measurement at the
soffit. Given the small magnitude of the pressure, considerable errors
can hardly be avoided. The interpolation method is not so sensitive to
such errors. This is because zn is then determined from two pressure
measurements and the errors partly cancel in the calculations.

The mass balance technique seems to have at least the same level of
accuracy as the interpolation method. The technique also conserves
mass (by definition), while it is obvious from Figure 9 that the RAPID
procedure does not. Furthermore, since the need for expensive pressure
transducers is eliminated, the mass balance technique is clearly the
preferred method.

Figure 10 shows mass flow in and out of the compartment, calculated
according to the mass balance technique. The difference between in.
and hi is due to the decrease of mass accumulated in the room
because of heating. It can also be observed that the inflow rate is ini-
tially zero but becomes positive very shortly after the start of the test.
Thus, flow regimes A and B do not last for more than 30 seconds.

LAYER TEMPERATURES AND INTERFACE HEIGHT

In this section techniques are developed and discussed to interpret
the temperature profile measured inside the compartment in terms of
a uniform upper layer temperature Tu, a uniform lower layer tempera-
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ture Tl and an interface height zi. Such techniques have been developed
before. Cooper et al. suggested the so-called N% rule to determine zi

[18]. According to this rule, the interface at time t is at an elevation
where the temperature rise over ambient equals N% of the maximum
temperature rise of the top room thermocouple over the period up to t.
Values of 10, 15 and 20% have been suggested for N. The 10% rule gave
the best agreement with visual observations. Quintiere et al. obtained
Tu from an arithmetic average of the upper thermocouple readings [19].
The following two integral identities were then used to compute Tl and

Equation
describes

(18)

(19)

(18) is a requirement for mass equivalency. Equation (19)
a mathematical averaging procedure, but has no physical

meaning. Emmons proposed to use the reading of the bottom thermo-
couple for Tl, to take zi as the elevation where the slope of the tempera-
ture profile goes through a maximum and then to determine Tu from
mass equivalency [Equation (18)] [20]. Unfortunately, none of the exist-
ing techniques ensure that the two-layer profile leads to identical vent
flow rates as measured. To eliminate this potential problem, a new pro-
cedure was developed. The improved procedure is outlined in the next
sub-section.

General Equations

For the case of a fire room connected to the environment through a
single opening, at most one neutral plane can be located between the
floor and the soffit [15]. The gases inside the room expand in the initial
stages of a test. Inside pressure is higher than ambient over the full
height of the ventilation opening. There is no inflow and the elevation
of the neutral plane is below floor level, so that zi > zn. At some in-
stant, the expansion no longer compensates for the rate of entrainment
into the fire. The neutral plane rises above floor level and ambient air
is drawn into the compartment. The neutral plane height is continu-
ously adjusted so that there is conservation of mass. The elevation of
the interface between the layers is controlled by the fact that the rate
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of entrainment into the fire over height zi is more or less equal to in;.  2

Depending on the size of the fire, zi may be higher or lower than zn. For
small fires (such as test # 25R), the interface is located above the neu-
tral plane. For high intensity fires the opposite may be the case.

The procedure to determine Tl, Tu and zi developed in this section is
primarily based on the requirement that vent flow rates calculated
with the two-layer profile should be identical to those obtained with the
measured temperature profile. The latter is determined in the process
of calculating zn via the mass balance technique. With a two-layer pro-
file, the integrations in Equations (8) and (9) can be performed analyti-
cally. Non-linear expressions for in, and & as a function of Tl, Tu and
zi are obtained as a result. These equations are rather complex. To sim-
plify the notation, some new symbols are defined first:

(20)

(21)

(22)

(23)

(24)

(25)

(26)

When calculating the integrals, a distinction has to be made between
two cases, depending on whether zi < zn or zi > zn.

The two-layer temperature profiles inside the room and in the door-
way can be expressed as piece-wise constant functions of height z:

2There may be a significant difference due to mixing at the door and due to wall jets [21],
which at the present time is ignored.
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Substitution of Equation (27) in Equation (9) and integration results in

Tl should always be higher than T., so that there is no problem in the
evaluation of Equation (28). In the limiting case of Tl = T., applica-
tion of l’Hôpital’s rule leads to

An equation for the outflow rate is obtained in a similar way as for
the inflow:

Using   zn and rho obtained with the mass balance technique, Tu is the

Figure 11. Variation of de.” as a function of Tu.
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only unknown in Equation (30). Unfortunately, as illustrated in Figure
11, the right hand side of Equation (30) is more or less constant for
Tu > 200°C. Thus, at sufficiently high Tu a small difference in in.
results in a very large change in the corresponding upper layer gas
temperature. Worse, due to the error in the calculated & Equation
(30) may not even have a solution! Clearly, using Equation (30) to deter-
mine Tu is not a good idea. To circumvent the problem, Tu is estimated
from the average of all temperatures that are within 5% of the maxi-
mum temperature measured in the quiescent corner. There is no
justification for this, other than that it is convenient and seems to give
reasonable results.

A possible approach for obtaining the remaining unknowns Tl and zi

consists of solving the set of two non-linear algebraic Equations (18)
and (28). Note that the requirement for mass equivalency, Equation
(18), automatically ensures that the rate of change of mass in the room
from the calculated two-layer profile is identical to that obtained from
Equation (11). A powerful numerical solver based on Powell’s method
was chosen for some preliminary calculations [22]. This solver does not
require the user to specify the Jacobian, but uses a finite-difference ap-
proximation to estimate the partial derivatives. Unfortunately, the
resulting values for zi were considerably lower than those estimated
visually from the measured temperature profiles.

To obtain better agreement between measured and two-layer profiles,
an alternative procedure was developed. It consists of the following
steps:

• Estimate Tu from an average of upper layer thermocouple read-
ings.

• Obtain Zi from the inflection point of the measured temperature pro-
file.

• Calculate Tl from mass equivalency [Equation (18)].
• Compute a new value for zn from the mass balance Equation (11), us-

ing Equations (28) and (30) for in, and in. respectively. Once zn is
found, the vent flow rates follow from the same equations, Equations
(28) and (30).

The alternative approach is the preferred. It yields two-layer temper-
ature profiles that are in qualitative agreement with the measured pro-
files. The adjusted values for zn, m, and m. are within 10% of those ob-
tained with the mass balance technique outlined in the previous
section. The two-layer variant of the mass balance technique is referred
to below as the adjusted mass balance technique.



Data Reduction of Room Tests for Zone Model Validation 549

Case 2: Z i > Z n

The two-layer temperature profiles inside the room and in the doorway
can again be expressed as piece-wise constant functions of height:

(31)

Substitution of Equation (31) in Equation (9) and integration results in

An equation for the outflow rate follows in

(32)

a similar way:

(33)

For similar reasons as mentioned for Case 1, the adjusted mass bal-
ance technique is recommended. It consists of the same steps as listed
above, except that Equations (32) and (33) replace Equations (28) and
(30) respectively.

Sample Calculation

Again, test # 25R is taken as an example. The heat release rate in
this test is fairly low so that the interface is located above the neutral
plane throughout the test. Thus, the equations for Case 2 outlined in
the previous sub-section are applicable. Figure 12 indicates that zi on
the average is about 0.5 m higher than the adjusted zn. The latter is
located about 0.05 m below zn obtained with the original mass balance
technique.

Note that in the initial stages of the fire (flow regimes A and B), zn is
below floor level and in, is zero. However, the adjusted mass balance
technique can still be used to find zi, Tl and Tu. The calculated layer
temperatures for test # 25R are shown in Figure 13. The two-layer and
measured room temperature profiles at the end of the test are com-
pared in Figure 14. This gives a fairly good idea of how well the
idealized profile represents reality.



Figure 12. zn and zi for test # 25R.

Figure 13. Tu and Tl for test # 25R.
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Figure 14. Two-layer and measured room temperature profiles at 600 seconds in
test # 25R.

CONCLUSIONS

In this article, techniques are described to calculate vent flow rates,
neutral plane height, interface height and uniform layer temperatures
from measured temperature profiles alone. With respect to mass flow
rates and neutral plane height, the suggested procedure leads to
smoother and perhaps more accurate results than an existing tech-
nique which also requires the measurement of static pressure
differences at one height in addition to temperature profiles. Interpre-
tation of measured temperature profiles in terms of idealized two-layer
profiles requires a minor adjustment to the calculated neutral plane
height (and consequently the vent flow rates), to ensure conservation of
mass with the two-layer temperature profiles. Application to one cali-
bration test indicates the techniques give acceptable results. Applica-
tion to other tests in the experimental program and comparison with
model results are needed before the final statement can be made about
the validity and accuracy of the proposed method.

NOMENCLATURE
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Greek Symbols

α thermocouple absorptivity (--)
y symbol used in vent flow equations
∆ difference

Ah. net heat of combustion of the burner gas (kJ.kG-’)
t emissivity (--)

(3 symbol used in vent flow equations
v kinematic viscosity (m’s’)
Q density (leg.m-’)
u Boltzmann constant (5.67 . 10-’] kW.m-2.K-4)

Subscripts

b burner
d doorway, soffit
g burner gas, gas
i inside of room, inflow, layer interface
l lower layer

m mean
n neutral plane
o outflow
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r room
ref reference, radiation
TC thermocouple

u upper layer
o volatiles

co ambient
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